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BOILER TECHNICAL GRAM

To:
Authorized Inspectors


Authorized Inspection Agencies

From:
Terry Parks, Chief Inspector, Texas

Date:
July 7, 2004
Subj:
Thermal Expansion Tanks
Wessels Company has provided technical data on their thermal expansion tanks stamped with a MAWP of 150 psi.  We have reviewed this data and have determined that these tanks are adequate for service in systems with potable water heaters having a stamped MAWP of 160 psi.  Effective today we will allow these expansion tanks to be used on systems having potable water heaters that have a stamped MAWP of 160 psi.  This does not change any requirements for 65.100 (j)(9)(B).  A Repair Requirement shall be written with a recommendation to grant a variance to rule 65.100 (j)(9)(B).

Any questions regarding this technical gram should be addressed to Terry Parks, Chief Inspector; Walter Williams, Inspection Specialist; or George Solomon, Inspection Specialist.

