BOILER TECHNICAL GRAM
Date:
August 31, 2005
To:
Authorized Inspectors

Authorized Inspection Agencies

From:
Office of the Chief Inspector


TDLR, Compliance Division, Boiler Program

Subj:
Lochinvar Multi-Stack Systems
Attached is updated information for Lochinvar Multi-Stack boiler units and racks.  This technical gram supersedes the letters dated February 5, 1997 from Dan Sheko of Lochinvar concerning stacked boiler units and George Bynog’s letter dated April 21, 1997.

Texas Boiler Rule 65.70(f)(2) that mandates the four (4) foot clearance between the top of the boiler and roof joist would not apply to these boilers.  A Repair Requirement Form shall be completed with a recommendation to grant a variance to the four (4) foot requirement.

Any questions regarding this Technical Gram should be addressed to Terry Parks, Chief Inspector, Walter Williams, Senior Inspection Specialists, George Solomon and Tom Dwyer, Inspection Specialists.
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RECEIVED
August 12, 2005 AUG 2 & 2005

Texas Department of Licensing and Regulation
Compliance Division/Boiler Program

P.O. Box 12157

Austin, Texas 78711

Re: Multi-Stack Racks

Attn: Terry Parks

I received your letter regarding the clarification of Lochinvar Water Heafers and B e
Hydronic Boilers model numbers for the specific multi-stack stands that
manufacturer.

Lochinvar Corporation manufacturers multi-stack stands to accommodate our heating
boilers as well as our water heating boilers. These multi-stack stands are typically used
when space is limited in a specific application. Lochinvar Corporation offers these multi-
stack stands to minimize the liability of a fabricated rack by another source and to make
sure that the racks we provide will accommodate ihe weight and allow service access to
our heaters.

Copper-Fin Series (045-500)
Hydronic Heating CB(N) notes natural gas (L) notes for LP gas.
Water Heating CW(N) notes natural gas (L) notes for LP gas.

Hydronic Domestic Stack Rack Model Number

CB045 N/A MSF3034
CBO075 N/A MSF3034
CB0%90 CW090 MSF3035
CB135 CW135 MSF3034
CB180 CW180 MSF3034
CB199 CW199 MSF3035
CB225 CWw225 MSF3035
CB270 CWw270 MSF3035
CB315 CW315 MSF3035
CB399 CW399 MSF3036
CB500 CW500 MSF3036

High Efficiency Water Heaters and Boilers
www.Lochinvar.com




[image: image2.png]Efficiency + Series (150-300)
Hydronic Heating EB(N) notes natural gas (L) notes for LP gas.
Water Heating EW(N) notes natural gas (L) notes for LP gas.

Hydronic Domestic  Stack Rack Model Number

EB150 EW150 MSF3021
EB200 EW200 MSF3021
EB250 EW250 MSF3021
EB300 EW300 MSF3021

Copper-Fin Series (495-2066)
Hydronic Heating CB(N) notes natural gas (L) notes for LP gas.
Water Heating CW(N) notes natural gas (L) notes LP gas.

Hydronic Domestic Stack Rack Model Number

CB495 CW495 MSF3002
CB645 CW645 MSF3003
CB745 CW745 MSF3003
CB986 CW986 MSF3007
CB1256 CW1256 MSE3008
CB1436 CW1436 MSE3008
CB1796 CW179%%6 MSF3009
CB2066 CW2066 MSF3009

Copper-Fin II-Series (401-2071)
Hydronic Heating CH(N) notes natural gas (L) notes for LP gas.
Water Heating CF(N) notes natural gas (L) notes for LP gas.

Hydronic Domestic Stack Rack Model Number

CHA401 CF401 MSF3022
CHS501 CF501 MSF3022
CH651 CF651 MSF3023
CH751 CF751 MSF3023
CH991 CF991 MSF3007
CH1261 CF1261 MSF3008
CH1441 CF1441 MSF3008
CH1801 CF1801 MSF3009

CH2071 CF2071 MSF3009




[image: image3.png]1 have listed all the current model numbers for our hydronic boilers as well as domestic
water heaters. We do have several existing units in the field that will have a different
prefix or suffix to the model number. The letter you have on file from Mr. Dan Sheko
should cover the units are presently in the field.

I hope this clarifies the Lochinvar Heaters at Tom Hicks Elementary School in Frisco,
Texas. ] would appreciate your reconsideration for a variance on this particular
application.

Please feel free to give me a call if you have any questions related to any Lochinvar

products. I do appreciate your time and look forward to hearing from you regarding the

dates for the Inspector Training you have planned for Houston, San Antonio and the

DFW area. I will be glad to provide as many condensed Hydronic Heating and Water
alogs for your staff.

Cc: Dan Sheko, Lochinvar Corporation
Qtivlinog Racton T ochinvar Cornoration




