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BOILER TECHNICAL GRAM
Date:
February 18, 2004
To:
Authorized Inspectors


Authorized Inspection Agencies
From:
Office of the Chief Inspector


TDLR, Compliance Division, Boiler Program

Subj:
Stacked Boilers
PVI has submitted documentation to us for their boilers that are designed to be stacked.  These boilers are approved for stacking and can be added to the list.

The following are the only PVI’s that are approved for stacking.

Stacking rack part number 36121 accommodates the following 125 gallon tank series water heater models:

  250 NHE 125A-TP


  250 PHE 125A-TP
  500 NHE 125A-TP


  500 PHE 125A-TP

  750 NHE 125A-TP


  750 PHE 125A-TP

1000 NHE 125A-TP


1000 PHE 125A-TP

1250 NHE 125A-TP


1250 PHE 125A-TP

1500 NHE 125A-TP


1500 PHE 125A-TP

Stacking rack part number 40278 accommodates the following 250 gallon tank series water heater models:

  250 NHE 250A-TP


  250 PHE 250A-TP

  500 NHE 250A-TP


  500 PHE 250A-TP

  750 NHE 250A-TP


  750 PHE 250A-TP

1000 NHE 250A-TP


1000 PHE 250A-TP

1250 NHE 250A-TP


1250 PHE 250A-TP

1500 NHE 250A-TP


1500 PHE 250A-TP

2000 NHE 250A-TP


2000 PHE 250A-TP

2500 NHE 250A-TP


2500 PHE 250A-TP

3000 NHE 250A-TP


3000 PHE 250A-TP
3500 NHE 250A-TP


3500 PHE 250A-TP

4000 NHE 250A-TP


4000 PHE 250A-TP

The above approved boilers can only be stacked on PVI’s stacking rack detailed on the attached drawing number C07343E1.
Rule 67.50(f)(2) of the Texas Boiler Rules that mandates the four (4) foot clearance between the top of the boiler and roof joist would not apply to the clearance between the boilers.  A Repair Requirement Form shall be written with a recommendation to grant a variance for the four (4) foot requirement.

Any questions regarding this technical gram should be addressed to Terry Parks, Chief Inspector; Walter Williams, Inspection Specialist; or George Solomon, Inspection Specialist.
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