BOILER TECHNICAL GRAM
Date:
May 23, 2006
To:
Authorized Inspectors

Authorized Inspection Agencies

From:
Office of the Chief Inspector


TDLR, Compliance Division, Boiler Program

Subj:
Stack Rack - Munchkin
Heat Transfer Products, Inc. has submitted documentation to us for their Munchkin boiler M and VWH Series that are designed to be stacked.  These boilers are approved for stacking on the VM 2399 rack manufactured by Mr. Part, Inc.

Attached are drawings detailing the rack assembly.

Any questions regarding this Technical Gram should be addressed to Terry Parks, Chief Inspector, George Solomon and Tom Dwyer, Inspection Specialists.

cc:
Heat Transfer Products, Inc.
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Attachment 2
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