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Texas Industrialized Housing and Building Program

2006 IFGC Amendments – Effective October 31, 2008

2006 International Fuel Gas Code Amendments 
Reference Revisions to Administrative Rules – §70.101(e)

Effective date of adoption October 31, 2008

Bold underlined text is new language

[Strike through text] is deleted language

Chapter 1 Administration

101.1 Title. [70.101(e)(1)]
These regulations shall be known as the Fuel Gas Code of the Texas Department of Licensing and Regulation [[NAME OF JURISDICTION]], hereinafter referred to as “this code.”
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101.4 Intent. [70.101(e)(2)]
The purpose of this code is to provide minimum standards to safeguard life or limb, health, property and public welfare by regulating and controlling the design, construction, installation, quality of materials, location, operation and maintenance or use of fuel gas systems.  Where conflicts occur between the provisions of this code and the provisions of Chapter 1202 of the Occupations Code, Industrialized Housing and Buildings, or the provisions of 16 Texas Administrative Code, Chapter 70, rules governing the Texas Industrialized Housing and Buildings program, the provisions of Chapter 1202 of the Occupations Code and 16 Administrative Code, Chapter 70 shall control.
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102.7 Moved buildings. [70.101(e)(3)]
The provisions of the International Existing Building Code shall apply to all matters governing the repair, alterations or additions, and changes of existing previously occupied industrialized buildings that are designed to be transported from one commercial site to another commercial site.  [Except as determined by Section 102.2, installations that are a part of buildings or structures moved into or within the jurisdiction shall comply with the provisions of this code for new installations.]
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102.8 Referenced codes and standards. [70.101(e)(4)]
The codes and standards referenced in this code shall be those that are listed in Chapter 8 and such codes and standards shall be considered part of the requirements of this code to the prescribed extent of each such reference. Where differences occur between provisions of this code and the referenced standards, the provisions of this code shall apply.  Whenever amendments have been adopted to the referenced codes and standards, each reference to said code and standard shall be considered to reference the amendments as well.
Exception:
Where enforcement of a code provision would violate the conditions of the listing of the equipment or appliance, the conditions of the listing and the manufacturer’s installation instructions shall apply.
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Chapter 8 Referenced Standards
Add section 102.7 as a referenced section for the IEBC-06. [70.101(e)(5)]
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